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FOURTH FLOOR PLAN
BLDG. 160

CARES 2010

LORRAINE A. BEARD MOUNTAIN HOME, TN

FOURTH FLOOR PLAN

2 HOUR FIRE RATED WALL

1 HOUR SMOKE WALL

All Exterior walls = Concrete (2 hour or greater)

All interior corridors = 1-hour unless otherwise noted


